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Abstract—Internet of things (IoT) is a revolutionizing technol-
ogy which aims to create an ecosystem of connected objects and
embedded devices and provide ubiquitous connectivity between
trillions of not only smart devices but also simple sensors and
actuators. Although recent advancements in miniaturization of
devices with higher computational capabilities and ultra-low
power communication technologies have enabled the vast deploy-
ment of sensors and actuators everywhere, such an evolution calls
for fundamental changes in hardware design, software, network
architecture, data analytic, data storage and power sources. A
large portion of IoT devices cannot be powered by batteries only
anymore, as they will be installed in hard to reach areas and
regular battery replacement and maintenance are infeasible. A
viable solution is to scavenge and harvest energy from environ-
ment and then provide enough energy to the devices to perform
their operations. This will significantly increase the device life
time and eliminate the need for the battery as an energy source.
This survey aims at providing a comprehensive study on energy
harvesting techniques as alternative and promising solutions to
power IoT devices. We present the main design challenges of
IoT devices in terms of energy and power and provide design
considerations for a successful implementations of self-powered
IoT devices. We then specifically focus on piezoelectric energy
harvesting and RF energy harvesting as most promising solutions
to power IoT devices and present the main challenges and
research directions. We also shed light on the security challenges
of energy harvesting enabled IoT systems and green big data.
Index Terms—Energy harvesting; Internet of Things (IoT); RF
energy harvesting; piezoelectric.
I. INTRODUCTION
RECENT advancements in miniaturization of devices withhigher computational capabilities and ultra-low power
communication technologies are driving forces for the ever
growing deployment of embedded devices in our surroundings.
This will transform every physical object, i.e., thing, into an
information source with the potential to communicate with
every other thing in the network. This ecosystem of connected
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things are called Internet of Things (IoT) which aims at
transforming the world into a fully digital and inter-connected
world.
IoT applications and services cover almost any sector where
embedded devices can replace human in performing tasks.
Examples are home automation, agriculture, smart cities, in-
dustrial automation, healthcare, remote monitoring, and many
more. IoT provides a network of connected devices that real
time information can be shared and used in order to enhance
life quality, improve industry processes, energy efficiency,
and level of services. IoT significantly improves supply chain
efficiencies and develop new services for retailers [1]. Such
a network of inter-connected devices enables the factories to
get humans and enterprise systems more involved with the
machines in the whole supply chain system. This will improve
the total revenue and improve customer satisfaction, and bring
the customer experience into a whole new level.
Gartner estimated that the total number of IoT devices will
reach 20 billion by 2020 [2]. Only a small fraction of these
devices will be our smart phones and computers and a majority
of them perform simple tasks such as sensing and transmitting
a small amount of data once in a while. Major industries
will be equipped with embedded smart sensors to gather data
from their machinery to better track inventory and manage
machines. This will significantly increase efficiency, revenue,
and save costs and even lives. There are about 4.7 million
developers in the world who can create IoT devices, and the
number is increasing at a rate of around 3% per year [2]. Intel
reported that IoT technology will worth about USD 5.2 trillion
globally, where healthcare and manufacturing will share USD
2.5 trillion and USD 2.3 trillion, respectively [3].
Devices in IoT are usually divided into two main categories.
Basic devices only provide basic services of sensor reading
and/or actuation tasks, and some limited support for user
interaction. They have basic processing and communication
capabilities with limited memory and are usually running with
small batteries. Basic devices are usually used in massive
IoT applications, such as consumer electronics and smart
metering. In massive IoT, devices must have very low power
consumption and the network should provide long coverage.
Also due to the massive scale of the system, the devices
should be of low cost and maintenance. On the other hand,
advanced devices are capable of running complex tasks and
usually support cellular and wide area network connections.
Examples of advanced devices are smart phones and laptops.
These devices are widely used in critical IoT applications,
with high demands for reliability, availability, and low latency.
Powering the IoT devices is a major challenge, which
becomes crucial with the rapid development of relative tech-
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2nologies [4]. In fact in many IoT applications, devices need to
be powered in a self-sufficient and sustainable fashion. Most of
the devices will be battery operated due to cost, convenience,
size, and the fact that they are implemented in hard-to-reach
areas. In many IoT applications, long life time of the devices
is of prominent need, as the battery maintenance is not feasible
due to cost, inconvenience, and the size of the networks.
Recent studies showed that more than 3 billion batteries are
discarded in the USA every year [5], and the penetration of
IoT technologies in every sector will exacerbate this problem.
The trend so far to improve energy efficiency and propose
viable solutions for long-life time devices for IoT has been
mainly focused on three main directions. First, is to reduce
the energy consumption of every component of the device
in any operation mode, including embedded sensors, micro-
processors, and transceivers. Second, is to increase battery
efficiency and have smaller yet more efficient batteries. Third,
is to increase the device life time by introducing duty cycling
and event-driven communication to reduce the energy usage.
While in many cases these trends have achieved significant
improvements, there are still major challenges which have
not been solved yet. In fact, the IoT applications which only
rely on batteries require battery replacement; otherwise node
failure will dramatically drop the system performance. Battery
replacement is however not a feasible option due to cost and
physical operations.
Energy harvesting (EH) provides several solutions for pow-
ering IoT. EH techniques harvest energy from different energy
sources in the environment, such as thermal, vibrations, solar,
and radio frequency (RF) signal energy. This provides a poten-
tially unlimited power supply for IoT devices and significantly
increases the device life-time. Energy harvesting market has
experienced a huge growth from $131.4 million in 2012 to
$4.2 billion in 20191. The main reasons behind this growth are
1) the demand for micro-power generation to charge thin film
batteries, 2) recent advancements in energy storage devices,
i.e., batteries and super-capacitors, 3) the efficiency of EH
devices have significantly improved and 4) the fact that the
price of super-capacitors and thin-film batteries dramatically
decrease. There are also significant cost reductions, which
makes them suitable choices for a wide adoption in IoT
applications.
Energy harvesting has been widely studied in the context
of wireless sensor networks (WSNs) [6] and wireless body
area networks (WBANs) [7] in the literature. These studies
have mainly focused on 1) energy harvesting technologies
[8], [9], 2) power management mechanisms [10], [11], 3)
challenges and practical issues of energy harvesting for WSNs
[12], and 4) sensor node design [13]. However, due to unique
requirements of emerging IoT applications and the differences
between IoT and WSNs in general , there is a major need
to study and investigate the EH techniques for the specific
uses for IoT. In particular, IoT devices may interact with
multiple network tiers to deliver their messages and receive
feedbacks and act upon the command received from the
network. Also, most studies on EH techniques for WSNs have
1https://pitchengine.com/pitches/59354ec3-359e-4476-89ef-2ce639997a21
focused on short-range communication technologies, which
might be unsuitable for many IoT applications. In fact, several
low-power wide area networks (LPWAN) have been proposed
and implemented to provide long coverage and high capacity
IoT services. The IoT Global Forecast & Analysis 2015-2025,
from Machina Research expects that 11% of IoT connections
in 2025 to use LPWAN connectivity technologies [14]. This
shows the need for the comprehensive study of self-powered
solutions for emerging IoT applications which are enabled
using LPWAN technologies. This paper reviews several energy
harvesting techniques, provides insights on the design of
suitable self-powered IoT devices, discusses pros and cons
of each EH technique, provides some detailed discussions on
the piezoelectric energy harvesting materials and design for
self-powered IoT, and finally discusses the future challenges
of self-powered IoT. The paper is of survey nature aiming at
paving the path to a green and sustainable IoT ecosystem.
The remainder of the paper is organized as follows. In
Section II, we briefly introduce Internet of Things and different
applications and requirements. Section III provides a compre-
hensive overview of energy in IoT ecosystem, where we also
discuss about IoT devices, energy harvesting use cases in IoT.
In Section IV, different approaches to power IoT devices are
studied and pros and cons for each approach are explained.
In Section V, we focus on piezoelectric energy harvesting and
provide a comprehensive study on piezoelectric effect, mode
of use, and piezoelectric materials. In Section VI, we focus on
RF energy harvesting for IoT and discuss about the challenges
and research directions. Security challenges of EH-enabled IoT
systems are discussed in Section VII. We also briefly explain
the green big data concept and shed light on the challenges
and future research directions. Finally, Section IX concludes
the paper.
II. AN OVERVIEW ON IOT
Internet of Things has attracted enormous attention from
both industry and research sectors. This is mainly because
of huge opportunities that IoT will create in the near future.
IoT goes beyond personal computers and mobile phones, and
converts every physical object to an information source and
connect them to the Internet or local area networks. IoT
services are mainly categorized into massive IoT and critical
IoT. In massive IoT, countless devices will send data to the
servers via Internet or local networks. The devices therefore
should operate with low power, low complexity, and of course
must be of low cost. Critical IoT has completely different
requirements such as, high reliability, availability and low
latency; therefore more complex devices are required. Remote
health care and traffic safety and control are examples of
critical IoT services.
The third generation partnership project (3GPP) has identi-
fied 4 different application family types for IoT. These include
[15]:
Type 1 is tracking, assisted living, remote health moni-
toring, wearables and bicycle tracking. They require 5 years
battery life, which can be also supported by energy harvest-
ing for battery recharging, medium coverage, and latency of
3about 30 seconds (lower latency of 5 seconds is required for
some tracking applications). They also require high mobility
support. Wearable devices, such as smart watches and fitness
monitors, which have longevity requirement of several days as
the number of them per user is small and they can be regularly
recharged. Many IoT devices are set-and-fort devices, such as
home security, with the longevity requirement of several years
and a user may have dozens of them, so regular replacement
of batteries is inconvenient [5]. Some devices are battery-less
and self powered, such as RFID tags and smart cards.
Type 2 is industrial asset tracking, microgeneration, agricul-
tural livestock and environmental near real time monitoring.
They require 5 to 10 years battery life time, latency of less
than 1 seconds, and medium coverage.
Type 3 mainly requires deep indoor coverage for smart
metering, smart parking, smart building, home automation,
and industrial machinery control. It also requires extended
outdoor/rural coverage, for smart cities, waste management,
agricultural stationary asset monitoring, and environmental
sensor and data collection. They require very long battery life
of 10 to 15 years, extended coverage, latency of 10 to 60
seconds, and low mobility support. Many of these devices are
semi-permanent, which are deployed in bridges, buildings, and
infrastructures for monitoring purposes, and expected to work
for more than a 10 years. Regular replacement of batteries is
infeasible.
Type 4 is usually main powered, such as smart city lighting,
home appliances and vending machines which are stationary.
Low mobility support, indoor and outdoor coverage, and
latency of less than 30 seconds are required. For vending
machines latency of about 1 second is required.
Type 1, 2 and 3 are battery powered and require the
battery life-time of 5 to 15 years. In Type 1 applications, the
battery can be easily recharged, but for other types battery
replacement/maintenance is an issue. 3GPP has also identified
five challenges for the vast deployment of IoT services: 1)
device cost, 2) battery life, 3) coverage, 4) scalability, and
5) diversity [16]. Most of IoT devices need small-sized and
high-energy density batteries for longer lifetime. This calls
for major technological improvements in battery development.
Energy harvesting (EH) techniques are interesting alternatives
to batteries, which promise to enable autonomous and de-
ployable IoT applications, in energy-rich environments [17].
Extracting energy from the environment, enables the devices
to reincarnate once they have accumulated enough energy
from the ambience. Energy harvesting is then become an
excellent choice for applications, which require increased
lifetime, battery-less functionality and ease of maintenance
[18].
III. ENERGY IN THE IOT ECOSYSTEM
IoT consists of several layers of devices, ranging from tiny
devices to giant data centres. Fig. 1 shows some of energy
consumers in the IoT ecosystem. In the large scale, there are
data centres and network infrastructure, which consume huge
amount of energy; expecting to dramatically increase in near
future. In the small scale, there are traditional network devices,
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Fig. 1. Energy consumers in the IoT ecosystem.
such as mobile phones and tablets, computers and home
entertainment, and IoT specific devices, which are somehow
new to the market and are expected to grow exponentially in
terms of the numbers. Only a small fraction of these devices
are powered by connecting to the main power, and most
of them would be battery operated or self-powered and use
energy harvesting technologies. These were enabled through
technological advancements in miniaturization of electronic
devices, low power processing, low power wireless commu-
nications, and battery and energy storage, and the continuing
fall in their prices and sizes. In what follows, we explain the
unique characteristics of IoT systems, which distinguish them
from WSNs, that have opened new challenges to be solved to
enable sustainable IoT systems and applications.
A. Characteristics of IoT Energy Sources
1) Scalability: The energy source for IoT devices must
be scalable. For the vast deployment of IoT services and
applications, the devices need to be placed in all kinds of
locations to collect data and communicate with the gateways.
The devices may be located in hard-to-reach areas, so they
need to work autonomously without human intervention. They
also require minimum maintenance; therefore, batteries are not
viable solutions.
2) Maintenance-free: The energy source for most IoT ap-
plications must be maintenance-free. IoT use cases usually
involve a large number of devices. Connecting these devices
through wiring to the main power is not feasible, as it restrict
device movements and also increase the total deployment cost.
Batteries are not feasible either as regular battery maintenance
is impractical due to the large number of devices, the cost
associated with batteries and also the enormous scale of
maintenance expenses.
3) Mobility support: Energy sources for many IoT appli-
cation must support mobility. Many IoT devices are mobile,
and the constant movement of the devices must be carefully
considered when designing the devices and power manage-
ment systems.
4) Long life-time: Many IoT applications require energy
sources that supports long life-time with minimal mainte-
nance. In some IoT applications, for example in structural
health monitoring, embedded wireless sensors must be de-
ployed inside the buildings, bridges, etc., and they are sup-
posed to work for several decades. In these applications, both
the energy storage and wireless connectivity must be optimized
in order to maximize the lifetime of the device.
45) Flexibility: IoT energy sources must be flexible in size
and capacity due to wide variety of IoT applications and
services. For example in health monitoring applications, a
tiny device will be implanted inside the human body to
sense vital information and send it to a personal device.
This requires long-lifetime tiny batteries or energy-harvesting
enabled batteries. Many other applications, such as parking
meters, may be connected to main power or can benefit from
large photovoltaic cells due to their size and locations.
6) Low-cost: Many IoT applications will require a large
number of devices to be installed. These devices, and accord-
ingly their power sources, should be of low cost; otherwise
the application will provide low revenue or is very expensive,
which limit its popularity.
7) Sustainability: IoT will include trillions of devices,
in different scales, and all of them consume power, which
will affect our environment. IoT power solutions must be
sustainable to avoid the depletion of natural resources in order
to maintain an ecological balance. This further emphasizes
the importance of energy harvesting power sources for IoT
as alternatives to conventional non-environmentally friendly
power sources.
8) Environment-friendly: The expansion of IoT services
will negatively impact the environment due to a large number
of battery discarding, e.g., more than 125,000 tons of batteries
are discarded in USA every year. Discarded AA batteries
would circle the earth six times which worsen the problem.
Addressing this problem is of urgent priority and energy
harvesting techniques provide several solutions.
B. Powering IoT Devices
1) Main Power: Devices in IoT, may be connected to a
wired power supply. This is more suitable for IoT applications
with fixed-location devices, where a constant power supply
can be connected to the device through wires or cables.
This however makes the devices immobile, which limits its
application in massive IoT. Moreover, it is impractical to
connect every device to the power supply through wires when
the number of devices is very large. This option is only feasible
when the number of devices is very small, and due to specific
requirements of the devices is the only way to power the
devices.
2) Battery and Super-capacitors: Battery is the most com-
mon energy source which has been widely used in our every-
day devices. The stored energy in batteries however is limited,
therefore the battery-driven systems have a finite lifetime. It
is also difficult and costly to regularly maintain and replace
batteries especially when the nodes are remotely located or the
number of nodes is very large. These are the main problems of
battery-driven systems, which limit the use of batteries in some
massive IoT applications. Non-rechargeable batteries cannot
be solely used for many IoT applications due to ecological
implications and the fact that they have only limited storage
[18], [19].
Battery storage is a mature technology when compared with
energy harvesting technologies, and the fact that batteries are
available in different sizes and shapes, make them strong
candidate for many massive IoT applications, which are ex-
pected to operate with ultra-low power and have limited life
time, up to 10 years. Therefore, the battery technology still
plays an important role in the IoT ecosystem for many years.
The unique requirements of many IoT applications, open new
challenges for battery providers.
3) RF Energy: In RF energy harvesting, the electricity is
generated as a result of magnetic inductive coupling effect
[20]. It is basically based on the induction of an open circuit
voltage around the receive loop from a loop which carries a
time varying current. The flux and the open-circuit voltage
are mainly determined by the distance between the turns of
the loops, the amplitude of the transmit loop current, and the
dimension and distance between the loops [20]. The induced
voltage at the recieve loop can be used to power a passive
RFID tag or stored in a rechargeable battery. The voltage
induced in the receive loop is approximately 0.5 V [13].
Wireless energy harvesting (WEH) has been considered for
powering IoT devices in [21] and improvements in terms
of being wireless, availability of the RF energy, low cost
and relatively easy implementation were shown. Sensor nodes
which are powered by WEH usually consist of a transceiver
and antenna element, a WEH unit which is responsible for
scavenging RF energy and delivering a stable output power,
a power management unit, and possibly an onboard battery.
Recently, Freevolt proposed an innovative technology, called
Low Energy Internet of Things (LE-IoT) devices, which can
harvest RF energy from both short-range and cellular wireless
networks, such 4G, WiFi and Digital TV [22].
4) Thermal energy: A thermal energy generator (TEG)
converts temperature differences into electrical energy. A TEG
usually suffers from low efficiency (5-10%) which limits its
widespread adoption [23], [24]. However it has a long life
cycle and stationary parts. To extract the energy from a
thermal source, a thermal difference is required; e.g, 30 degree
difference in the temperature of hot and cold surfaces of the
device in the room temperature, results in only up to 10%
conversion efficiency [25].
5) Solar and Photovoltaic Energy: Photovoltaic (PV) is
considered as one of the most effective EH techniques to
power IoT devices due to its power density, efficiency, and
the flexibility in terms of different output voltage and current
[26], [27]. When sunlight is directed to certain semiconductor
materials, solar energy will be converted into DC power. This
is called the photovoltaic (PV) effect. A solar cell is usually
composed of silicon and when it is stroke by sunlight with
enough energy, the electron and holes are separated and using
an input an output regulator, electrons start to move towards
the load [28]. To control the charging current to a battery
or super-capacitor a maximum power point tracking (MPPT)
unit is necessary, which also maximize the efficiency of the
PV cells.
6) Mechanical Energy: Electrical energy can be harvested
from vibrations, pressure and stress-strain. Electromagnetic,
electrostatic, and piezoelectric are three main mechanisms to
generate electricity from mechanical sources [28]. In electro-
magnetic energy harvesting, the electric current is generated
when a magnet moves across a coil. In piezoelectric mate-
5rials, an electric potential is induced at the terminals of a
piezoelectric material due to the polarization of ions in the
crystal as a result of the strain. In electrostatic converters, the
plates of a charged capacitor are pulled using the vibration,
which then results in electrical energy due to the change
in the capacitance. Piezoelectric energy harvesters has the
highest energy density, that is higher energy can be produced
for a given surface area, which is very important in micro
scales, where most IoT devices are supposed to operate.
Electrostatic mechanism requires separates voltage source and
electromagnetic usually generate low voltages.
7) Human Body: Human body is considered as a rich
environment to scavenge energy to power wearable electronics
[29], [30]. Wearable devices are very important in health
monitoring applications, where sensor nodes are deployed on
or implanted inside the human body, which form a network
called wireless body are network (WBAN). As the battery
replacement for wearable devices is inconvenient for people
and sometimes impossible in cases when the devices are
deployed inside the human body, the sensor nodes in WBAN
must have very long lifetime. Therefore, energy harvesting
from human body is favorable in these applications [28].
In Table I, we have briefly compared different energy
harvesting techniques. Energy harvesting from environment is
usually uncontrolled and unpredictable and in most cases the
conversion efficiency is low. PV cells provides high power
density, but they require constant exposure to light which
limits their application in many IoT use cases. Temperature
based energy harvesting is very limited and can be useful
when high temperature difference is guaranteed. RF energy
harvesting is also limited due to low efficiency in indoor
environment and also in case of multipath. On the other
side, mechanical energy harvesting, especially piezoelectric
EH can achieve high power densities which is suitable for
IoT applications where mechanical vibrations is constantly
available.
In the rest of the paper, we will focus on vibrational
energy harvesting as the promising solutions for massive IoT
applications. Piezoelectric materials show high power density
and recent technological advancements in developing new
materials with enhances electrical properties make them very
attractive energy sources for the Internet of things applications
in vibration-rich environments.
C. Energy Harvesting Use Cases in IoT
EH techniques use different sources of energy in the sur-
rounding environment to harvest enough energy which is used
later by the device for sensing, actuating, and communicating
with the server. Solar, thermal, vibration, RF signals, and
human body are only few examples of the available energy
sources in the environment commonly used for energy harvest-
ing, There are several scenarios where EH technologies can
significantly enhance the system wide performance, in terms
of energy, network life time, cost and maintenance. We divide
these scenarios into three categories as detailed below.
First, energy harvesting is mostly useful in applications
where devices are deployed in hard-to-reach areas, therefore,
replacing the batteries for sensor nodes is almost impossible
[66]. Wireless sensor networks (WSNs) have been widely
studied for structural health monitoring, where the damage in
aerospace [67], buildings [68], bridges [69], and mechanical
infrastructures is detected by sensor nodes. The goal is to re-
place qualitative visual inspection and time-based maintenance
procedures with a more autonomous condition-based damage
assessment processes [70]. The aircraft health monitoring sys-
tem using WSNs and energy harvesting techniques, including
thermoelectric and vibration sources, was studied in [71].
Energy harvesting using piezoelectric and inductive devices
was also proposed to monitor the health of a real railroad track
in [72]. Another example where energy harvesting is crucial
is body sensor networks, where the sensors are required to
harvest energy for autonomous operation [73]–[76].
Second, energy harvesting can be used in applications which
usually require too many devices and replacing their batteries
is almost impossible or cost ineffective. Examples include
electronic shelf labeling [77], body sensor networks, and
massive IoT applications.
Third, in many applications there is no steady supply of
electricity available. An example was discussed in [78], where
energy harvesting was used in an agricultural setting to enable
a delay tolerant wireless sensor network.
In many IoT applications, such as smart home or smart
offices, intelligence transportation systems, smart grids, and
industrial monitoring, a large number of devices will be
installed everywhere, sometimes in hard-to-reach areas. These
devices will be the major consumer of energy in near future
due to the rapid growth of their numbers, and the use of
energy harvesting will decrease our dependencies on fossil
fuels and other traditional energy sources which are depleting
very fast. Energy harvesting can also promote environment-
friendly, clean technology that saves energy and reduces CO2
emissions, which is a promising solution for achieving the next
generation smart city and sustainable society [66].
On the other hand, energy harvesting could save lots of
energy in a wider scope, as it could hugely reduce the cost
of modifications in the buildings and industries for wiring and
maintenances. Energy rich environment, such as industries and
vehicles, must be capitalized on this available energy, where
the small amounts of energy from the environment would be
sufficient to run sensor nodes. Advanced sensing techniques
in industries will significantly increase the performance and
competitiveness, as constant monitoring through embedded de-
vices reduces the cost and energy consumption associated with
system failure and maintenance [79]. This however cannot be
achieved if the system requires cables or if the battery have to
be regularly replaced [80], [81]. Wireless solutions and energy
harvesting techniques provide a wide range of solutions for the
sensors to become maintenance free. Some examples are the
use of piezoelectric energy harvesters for vibration monitoring
[82], solar energy harvesting for autonomous field sensors
[83], and recently proposed multi-source energy harvester
strategies for wireless sensor networks [84].
Fig. 2 shows power requirements of different applications
and the power densities for various energy sources. As can be
seen selecting the energy source for IoT applications, depends
6TABLE I
ENERGY SOURCES AND THEIR ENERGY HARVESTING POTENTIAL.
Energy source References Power density Characteristics IoT Applications
Solar/PV [26]–
[28],
[31], [32]
100mW/cm3 [25] Require exposure to light, low efficiency
for indoor devices
Smart Home/Office sensing, e.g., smoke detector, gas sensor, tem-
perature/humidity sensor, fire detection,
Smart Factory, e.g., asset tracking using RFID tags, Smart Health,
e.g., activity tracker, weight monitoring, smart clothes, dental health,
emergency/fall detection,
Smart Infrastructure, e.g, smart road light, V2X communication,
Smart Logistic/retail, e.g., quality control, tracking,
Smart Agriculture, e.g., animal/pest/irrigation monitoring, smart gar-
dening,
Smart Environment Monitoring, e.g., water quality/flood monitor-
ing, hazard detection
RF energy [20]–
[22],
[33]–[41]
40 mW/cm2 at 10m
[25]
Low efficiency for indoor and out of line
of sight
Smart Factory, e.g., asset tracking using RFID tags,
Smart Health, e.g., wearables,nutrition monitoring,
Smart Infrastructure, e.g., smart roads,
Smart Logistic/Retail, e.g., product tracking, quality monitoring,
waste management
Body heat [7], [28]–
[30]
60 mW/cm2 at 5oC
[25]
Available only for high temperature dif-
ference, Easy to build using thermocou-
ple
Smart Health, e.g., wearables, activity tracker, smart body scale, sloop
sensor, nutrition monitoring, GPS tracker, long-term body monitoring,
emergency/fall detection
External heat [23],
[28],
[42]–[50]
135 mW/cm2 at
10oC [25]
Available only for high temperature dif-
ference, Easy to build using thermocou-
ple
Smart Infrastructure, e.g., smart road,
Smart Logistic, e.g., tracking, quality tracking
Body motion [7], [28],
[51]–[56]
800 mW/cm3 [25] Dependent on motion, High power den-
sity, not limited on interior and exterior
Smart Health, e.g., wearables, activity tracker, smart body scale, sloop
sensor, nutrition monitoring, GPS tracker, long-term body monitoring,
emergency/fall detection
Vibration/Piezoelectric [25],
[29],
[57]–[64]
4 mW/cm3, 50
mJ/N [25]
Has to exist at surrounding, High power
density, not limited on interior and ex-
terior
Smart Home/Office, e.g., smart light switches, intrusion detection,
Smart Health, e.g., activity tracker, smart body scale, sleep moni-
toring, smart clothes, pacemaker, electrical toothbrush, emergency/fall
detection,
Smart Infrastructure, e.g., road pricing, smart roads, V2X commu-
nications,
Smart Logistic/Retail, e.g., asset tracking, quality tracking, fleet
management,
Smart Agriculture, e.g., animal/pest/irrigation monitoring, smart gar-
dening,
Smart Environment Monitoring, e.g., water quality/flood monitor-
ing, fie detection, hazard detection
mainly on the application and the specific requirements of that.
Silicon Lab [85] has recently identified 5 fundamental con-
siderations for powering wireless IoT sensor products. These
include, 1) the target market and its specific requirements on
cost, reliability, and network lifetime, 2) energy efficiency and
the choice of wireless connectivity, 3) the required transmis-
sion strength, duration and duty-cycle between active and sleep
states, 4) the sensor node and its power requirement and cost,
and 5) the space constraints and storage energy.
IV. PIEZOELECTRIC ENERGY HARVESTING
Piezoelectric energy harvesters provide the consistent source
of energy and the potential of generating electricity from
piezoelectric energy harvesters is higher than alternative en-
ergy harvesting technologies. In this section, we study piezo-
electric phenomena to be able to compare existing piezoelec-
tric materials in the market. Piezoelectric materials can be
optimized based on the intended application, to deliver the
required level of voltage or current, and can be manufactured
in any shape or size.
A. The Piezoelectric Phenomena
The Heckman diagram shown in Fig. 3 provides an
overview of the interactions between mechanical, thermal and
electrical properties of solids [86], [87]. A pair of coupled
effects is joined by a line, indicating that a small change in one
of the variables produces a corresponding change in the other.
We are interested in the interaction between the elastic and
electrical variables, which is separated by the dashed ellipsoid
in Fig. 3.
In 1880, Pierre and Jacques Curie measured surface charges
that appeared on crystals of tourmaline, quartz, topaz, cane
sugar and Rochelle salt when they were subjected to an exter-
nal mechanical stress, which is called the direct piezoelectric
effect. In 1882, the inverse piezoelectric effect was confirmed
by Jacques Curie, where the strain S was observed in response
to an applied electric field of strength E. Fig. 4 shows direct
and reverse piezoelectric effects. Piezoelectric materials show
a small dimensional changes when exposed to an electric field,
while some materials exhibit a reverse behaviour such that
an electric polarization occurred when they are mechanically
strained.
Direct piezoelectric effect is being considered as the main
approach for harvesting energy from vibrations, where the
external vibrations causes electrical charge on the terminal of
the piezoelectric material [88]. The monocrystal and polycrys-
talline structure of same materials can be used to explain the
piezoelectricity concept. As shown in Fig. 5-a the polar axes of
all carriers are aligned in the same direction in a monocrystal.
In polycrystal (Fig. 5-b) however, different regions within the
material have different polar axes. The piezoelectric effect
can be obtained by heating the polycrystal to the Curie point
and then applying at a same time a strong electric field. The
molecules can then move freely due to the heat which results in
the re-arrangement of the dipoles due to the external field (Fig.
710
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5-c). When the material is compressed, a voltage will appear
between electrodes. The opposite polarity appears when the
material is stretched (i.e., direct piezoelectric effect). On the
other hand, when a voltage difference is applied the material
will be deformed, and the material will vibrate when an AC
signal is applied [89].
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Fig. 5. Different polarization in crystals. (a) Monocrystal, (b) Polycrystal,
and (c) Polarization.
There are several figure of merit (FoM) for piezoelectric
energy harvesting, but we only discuss about the power density
which is more relevant to our topic. The power density,
which is defined as the ratio of generated power over the
active material volume or over the active material area. As
shown in [64], the output power of a piezoelectric generator
is proportional to the proof mass, the square of the acceleration
magnitude of the driving vibrations, and inversely related to
the frequency. As mentioned in [64], piezoelectric devices pro-
8vide high voltages and low currents. However, using multiple
layers of biomorphs, it is easy to design a system that produces
voltages and currents in an appropriate range.
B. Advancements in Piezoelectric Fabrication for Energy Har-
vesting
Various materials have been previously shown to demon-
strate piezoelectric effect and used in several applications
such as actuators, sensors, nanogenerators, atomic force mi-
croscopes (AFM), high voltage application, energy-harvesting
devices, and medical applications. All of these technologies
mainly rely on the mechanical energy harvesting [87]. A wide
range of both natural and synthetic materials exhibit piezo-
electricity. More than 200 piezoelectric materials are available
now, where for each energy harvesting application a specific
type can be used. Many biological tissues such as bone, intes-
tine and tendon exhibit piezoelectricity. Some naturally occur-
ring crystals, such as quartz, rochelle salt, cane sugar, topaz,
sucrose are classified as natural piezoelectric materials. Lead
zirconate titanate (PZT), zinc oxide (ZnO), barium tintanate
(BaTiO3), gallium orthophosphate(GaPO4), potassium niobate
(KNbO3), lead titanate (PbTiO3), Lithiul tantalate (LiTaO3),
langasite (La3Ga5SiO14), sodium tungstate (Na2WO3) and
PVDF are the main synthetic piezoelectric materials, which
have been widely used.
Compared to crystals, PVDF piezo films offer wider fre-
quency range, sensitivity and mechanical toughness. PZT
is suitable for low-noise application, while PVDF is most
suited to the high frequency and large bandwidth applications.
In addition to this, due to structural and physical property
and lower density of the PVDF (1800gr/cm3 compared to
7600gr/cm3 for PZT) compared to PZT, PVDF is a preferred
candidate for lightweight sensors with curved surfaces and tiny
complex structure [90], [91]. Table II shows the comparison
of piezoelectricity performance of ceramic and polymeric
materials at different conditions.
A wide range of nanogenerators with different structural and
functional properties has been developed to provide the opti-
mum mechanical-to-electrical energy conversion by focusing
on two main properties: piezoelectricity and triboelectricity
[93]. Several inorganic materials in forms of nanorods and
nanowires have been used for energy harvesting purposes (e.g
nano PZT on PDMS polymer [94], ZnO [95]–[98]], GaN [99],
CdS [100], and ZnS [101]). The main challenge in the use
of inorganic ceramic piezoelectric are the brittleness and low
formability compared to other materials. On the other hand,
polymeric based nanogenerators exhibit outstanding process-
ability, ease of fabrication and excellent formability, which
make them ideal choices for energy harvesting applications
[102]–[105]. The PVDF and its copolymers are the most at-
tractive semicrystalline polymers being used for piezolectrical
purposes.
In a research that carried out to compare the piezoelectricity
of the PZT based and PVDF based sensors, the generated elec-
tric signals were recorded to analyse the frequency contents of
the signals. The signals spectrum are shown in Fig. 6. As can
be seen the first three natural frequencies are f1 = 29.7 Hz,
Fig. 6. Vibration signal recorded by strain gauge, PVDF-PWAS and PZT-
PWAS [106].
f2 = 181 Hz, and f3 = 501 Hz. As can be seen although PZT
based sensor deliver higher voltages compared to PVDF based
sensors, they are less responsive to the higher frequencies
[106].
C. Design considerations for Piezoelectric-based EH-enabled
IoT devices
We have conducted some research in the area of PVDF
based piezoelectric materials. The primary focus has been
on the investigation of fabrication methods for composite
fibers and powder including nanomaterials. By changing the
fabrication techniques, process parameters, starting materials,
the piezoelectric, morphological, and mechanical performance
of PVDF are completely varied. By tuning the process pa-
rameters, tailored PVDF fibres with the desired piezoelectric
performance can be developed. To develop more efficient
nanogenerator for energy harvesting from piezoelectric mate-
rials, we need to optimize the output performance to achieve
a higher energy efficiency. In addition to piezoelectric perfor-
mance, properties such as formability, corrosion/wear/fatigue
resistance need to be considered in fabrication of flexible
nanogenerators.
In what follows, we focus on the design considerations for
piezoelectric energy harvesting IoT devices and provide some
useful guidance in this regard. Some detailed design consid-
erations for piezoelectric EH systems have been presented in
[64].
1) Unpredictable energy performance: Energy harvesting
from the environment is unpredictable; that is the amount
of power which is produced in a particular time instance
is random which makes it difficult to continuously deliver
sufficient power to the device. Harvesting sources also have
low energy potential and low conversion efficiency [107].
Therefore, there should be a power management module that
balances the power generation with the power consumption.
That is the load resistance should be chosen appropriately [64].
2) Power budget: Power budget [107] is the most important
factor when discussing the available options for powering
IoT devices. That is what is the required voltage and current
for the IoT device? How these requirements are changing in
different modes of operation, such as wake up, active, sleep
9TABLE II
PERFORMANCE OF PIEZOELECTRIC MATERIALS AT DIFFERENT GEOMETRIES AND LOADING CONDITIONS [92].
Ceramics Polymers
Material ZnO ZnO PZT PMN-PT PVDF P(VDF-TrFE)
Device Length (µm) 200 10 5 150 100-600 60
Diameter (nm) 4000 100 500 200-800 600-6500 200
Device area (mm2) N/A 225 6 50 N/A 157
Voc (V) 0.035 35 0.7 6 0.01 3
or shut-down? As the largest power in IoT devices used when
transitioning from deep sleep to active mode, the duty cycle
or the update rate is also a crucial factor for choosing the right
technique for powering the device. Minimizing the number of
wake-up cycles and transmitting longer data bursts in each
cycle is very important to increase the power efficiency [108].
3) Physical Damage: In a standard piezoelectric transducer
which converts vibration to electricity, the printed-circuit
boards of the electronics is subject to same vibration and can
lead to premature failure. To avoid this, an accurate under-
standing of the generating environment, the power generated,
and the time required, and the device power consumption and
consumption time is required.
4) Energy storage: As the current and voltage levels gen-
erated from energy harvesting sources system are fairly low,
the batteries and super-capacitors must be designed to charge
effectively at low power levels. Leakage and internal drain
must be minimized too [107]. As shown in [64], the size of the
storage capacitor should be at least 100 times the capacitance
of the piezoelectric device. There is a tradeoff between the
required capacitance for the piezoelectric EH systems and the
demand side [64].
5) Power IC: The power IC needs to carefully selected
to match to the power generating element. That is the volt-
age/current/output characteristics of the power generating el-
ement output will differ according to the element, and it is
necessary to choose a power IC that will provide optimal
results [107].
6) Output power: In piezoelectric biomorphs, a dramatic
fall in the output power is observed if there is a mismatch
between the resonant frequency of the converter and that of
the driving vibrations [64]. This has to be carefully considered
when designing the IoT energy harvesting unit, so that the
designed biomorph resonates at the frequency of the target
vibrations. A magnets can be used to limit the vibrations
of the device. However this solution is not viable as it
adds bulk and cost and limits the broadband ability of the
piezoelectric device. Pre-biasing the piezoelectric material is
another approach to achieve a power gain up to 20 times.
7) Oscillation proof mass: The power output of piezoelec-
tric materials is proportional to the oscillating proof mass.
In order to increase the power output, the mass should be
maximized by taking into account the space limitations and
also the yield strain of the piezoelectric material [64].
8) Operational bandwidth: The output power of a piezo-
electric energy harvester is inversely proportional to the band-
width. The bandwidth is an important parameter when the
piezoelectric harvesters is subject to unpredictable or uncon-
trollable ambient vibrations. The frequency of ambient vibra-
tions is naturally uncontrollable, therefore narrow-bandwidth
energy harvesters are impractical in most real applications.
9) Choosing the wireless technology: Machina Research
[14] estimated that capillary or short-range wireless technolo-
gies will service more than 70% of all IoT devices. Most of
these devices will be used in indoor environment and they have
limited service demand and security requirements. From the
market perspective, consumer electronics and building security
and automation are the biggest short-range applications. It was
also estimated that by 2025 more than 11% of IoT connections
will use LPWAN [14]. Extended coverage GSM (EC-GSM),
narrow band IoT (NB-IoT), and LTE for MTC (LTE-M) are
three main solutions which have been proposed by 3GPP
for massive IoT. These low power technologies were mainly
designed to increase the battery life-time and the coverage,
suitable for many IoT applications. Low power in this context
refers to the ability of the IoT device to work for many
years on a single battery charge. Long battery life-time is
mainly achieved by defining new control and data channels
and new power-saving and duty-cylcing functionalities for IoT
applications [16].
Fig. 7 shows the power requirement for several wireless
technologies and their coverage. While short-range wireless
communications operate over very low power which might
be suitable for many IoT applications, they might not be
feasible for applications that require long coverage. In fact, to
have long coverage, the transmit power needs to be increased.
Several low-power solutions have been proposed so far, which
the transmit power ranges from 0.2 to 1 watt. This is much
higher than what many short-range wireless technologies re-
quire, which may hamper the success of implementing self-
powered LPWAN systems. In fact, due to the large transmit
power of most LPWAN technologies, batteries will remain an
essential parts of IoT devices operating over LPWANs. Energy
harvesting techniques will then play a key role in increasing
the device life-time by providing a sustainable way to recharge
the batteries.
10) Delay Tolerant IoT Application: In many IoT applica-
tions, the device transmit a small packet of data very infre-
quently. For example in water level monitoring applications,
the water level is changing very slowly, therefore the data
is updated only a few times a day. Therefore, the energy
harvesting unit has enough time to harvest energy from the
piezoelectric unit through the vibration. In such systems,
the periodic transmissions should happens such that there
is enough energy available for the transmission. One need
to adapt the sensing and transmission mechanisms to the
environment conditions so that the energy stored in the given
time interval is enough for the sensing and transmission.
In many event-driven IoT applications, the device is usually
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remained in the sleep mode and wakes up only when an event
happens. For example, an alarm based system that monitor the
door movement. When the door is opened, the device needs
to send an alarm signal to the gateway or central controller.
The movement generate enough energy to be converted to
the electricity by the piezoelectric unit. For such a system,
the communication must happened in a timely manner as the
device has a limited energy storage and cannot retransmit
the message several times. Grant free access techniques is
therefore necessary to minimize the access delay and power
inefficiency due to several access requests by the IoT devices.
11) Delay Sensitive IoT Application: In many IoT appli-
cations, the devices need to send the message in a timely
manner. Examples include tracking applications and health
monitoring. For such applications, the device needs to be
operated by batteries, so regular transmissions can occur in a
timely manner. Piezoelectric modules are therefore necessary
to recharge the battery to extend the device lifetime.
As the device in transmitting in regular time intervals, the
power management unit need to frequently switch between
the two states, i.e., storage and usage. The design is therefore
challenging in terms of maximizing the storage efficiency in
the given time frame in order to minimize the probability of
depleting the battery energy.
A major issue is that the battery recharging cycle mainly
depend on the current state of the battery. That is when the
battery level is below 30%, the battery could be recharged
very quickly.
12) Opportunistic Energy Harvesting using Piezoelectric
Modules: Piezoelectric materials are becoming cheaper nowa-
days and the fact that they provide a high energy density
and can be produced in different shapes make them strong
candidates for being used as back-up energy resources for
many IoT devices. In particular, when the device is expected
to work for a long time and exposed to many vibrations, the
device could harvest enough energy using piezoelectric units
and store it in the battery. This will significantly increase the
device lifetime.
13) User Mobility: In many IoT systems, the devices may
be mobile and therefore their channel to the base station
is constantly varying. This means that the harvesting node
may not harvest enough energy due to the movement and
therefore cannot send its data. The problem becomes more
challenging when the device carries critical information with
a strict latency requirement.
There is still a lack of comprehensive study on the dynamic
of the IoT systems with mobile users powered by EH re-
sources. RF-based energy harvesting seems a practical solution
in mobile scenarios as the ambient RF energy is available
everywhere. However, to maximize the systems performance
the beamforming and radio resource allocation should be con-
stantly updated due to changes in the channels. This will add
extra communication overhead and accordingly extra energy
consumption. Further research in this area is required to better
understand the outage performance of RF-based IoT systems
and develop novel low-complexity algorithms for dynamic
optimization of power and radio resource allocation.
14) Hybrid Energy Harvesting for IoT: As we discussed
through this paper, energy harvesting techniques provide a
sustainable way to power IoT devices. However, energy har-
vesting is not reliable and the device may not be able to store
enough energy to power the circuits. One can use several
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energy harvesting techniques [109] to harvest energy from
multiple sources at the same time. While this increases the
energy storage efficiency, it potentially increases the complex-
ity as multiple power management units should be installed
to maximize the energy conversion for each energy source.
Hybrid energy harvesting is an interesting technique especially
now because of the advancements in energy harvesting tech-
niques miniaturization of sensors.
15) Security Challenges of EH-enabled IoT Systems: There
are three main limiting factors which might lead to several
potential security risks. These are mainly caused by the
environment and impact the EH-enabled IoT devices. Fist,
energy harvesting from the environment is unpredictable; that
is the amount of power which is produced in a particular time
instance is random, which makes it difficult to continuously
deliver sufficient power to the device. Harvesting sources also
have low energy potential and low conversion efficiency [107].
Although the power management module and the effective use
of battery or super-capacitors can partly solve this problem,
this may lead to temporary security risks due service unavail-
ability.
Second, the physical environment is very important in terms
of reliability, possible hazards and incidents. In fact the device
and EH circuit must be robust to real-world disruptions [107].
Third, the physical property which is used to harvest energy
from, can damage the associated electronics. For example, in
a standard piezoelectric transducer which converts vibration
to electricity, the printed-circuit boards of the electronics is
subject to same vibration and can lead to premature failure.
To avoid this, an accurate understanding of the generating
environment, the power generated, and the time required,
and the device power consumption and consumption time is
required.
These limiting factors are potential sources of threats to the
EH-enabled IoT systems. EH-enabled devices are vulnerable
to malicious attacks that mainly limit accessing the energy
resources. For example, IoT devices that are powered by PV
cells may not receive enough sunlight, due to the blockage
by a third-party, to perform their operations. Also, the target
device might not be easily compromised, but the attackers
could easily change other devices behavior or the surround-
ing environment, which have interdependence relationship to
achieve their aims [110].
several papers in literature have studied the vulnerabilities,
attacks and information leaks, and the design of security
mechanism to provide security and privacy within the context
of users and the devices. For a nice summary of these studies
refer to [111]–[116]. These studies are however in their initial
stages and lack applicability, and many problems remain open
[110]. In particular, there is no unified framework to design
a secure wireless systems based on EH techniques. When
the devices are powered by EH sources, they are faced with
an additional threat from the attacker who can change the
environment. For example the RF source could be blocked
and the devices cannot send their data anymore. In fact, the
more the devices are geared with the environment, the more
they are vulnerable to the threats.
We conclude here that researchers need to investigate further
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Fig. 8. Energy harvesting market 2011 [117].
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Fig. 9. Energy harvesting market 2017 [117].
to discover the new security threats and the root causes and
new IoT features enabled by energy harvesting behind them.
We need to design more generic and practical protective
measures by taking into account the extra vulnerability added
by energy harvesting mechanism. Relying only on energy har-
vesting techniques is a serious risk which should be carefully
evaluated before investing in it. If there is no backup system,
EH-enabled systems are not suitable for any application that
deals with critical information and require high reliability,
availability, and low end-to-end latency.
V. ENERGY HARVESTING MARKET PERSPECTIVE
The global energy harvesting market reached $880 million
in 2014 and $1.1 billion in 2015 and will continue to grow to
$4.4 billion by 2021 [118]. Fig. 8 and Fig. 9 show the energy
harvesting market in 2011 and 2017, respectively. Consumer
electronics cover the maximum share of the global EH market.
As shown in Fig. 8 and Fig. 9, Industrial and WSNs expe-
rience the fastest growth amongst energy harvesting sectors
[119]. This is due to the vast deployment of miniaturized
devices for industrial automation and monitoring, structural
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health monitoring, environmental monitoring, and home au-
tomation. In other words, the wide adoption of energy har-
vesting techniques in IoT applications has increased the share
of EH market for IoT related sectors, such as industrial and
WSNs. It is also important to note that the share of healthcare
in EH market is expected to grow very rapidly due to the
popularity of IoT applications in healthcare.
The market for the piezoelectric energy harvesting is ex-
pected to grow significantly which is due to the highest
reliability, efficiency and power output by size and cost of-
fered by the piezoelectric energy devices harvesters against
the other energy harvesting technologies. The market for
industrial applications of piezoelectric energy harvesting is
growing significantly due to its wide applications in oil and gas
manufacturing, and more generally in industrial environments,
where piezoelectric energy harvesting offers a cost-effective
alternative to expensive wired infrastructure. Asia Pacific and
North American countries are expected to show higher growth
in the piezoelectric energy harvesting market over the forecast
period [120].
The piezoelectric market can be segmented as industrial
switches, consumer electronics, aerospace, healthcare, elec-
tronic locks, lighters and other electrical, military, pavements,
roads, and railroads, push-button industrial sensors, remote
controls, toys and gadgets, and vehicle sensors. Due to poten-
tial of piezoelectric nanogenerators for high-tech applications,
fabrication of hybrid piezoelectric materials in fiber and pow-
der form open new windows to overcome challenges associate
with applying non-flexible materials in this field [93].
One of the main potential use cases of piezoelectric materi-
als is in structural health monitoring. Tiny devices are installed
in the structures, such as buildings, bridges, airplanes, and they
are expected to continuously work for several years. Powering
these devices with batteries is almost impossible as battery
replacement is sometime impossible as the devices are out
of reach. Battery replacement is not cost-effective and also
battery size may be an issue in these applications. Piezoelectric
materials provides an unlimited source of energy for these
sensors, as structures are rich environments of vibrations.
Piezoelectric actuators can be designed in different shapes and
sizes; therefore has the potential to lift IoT technologies in
structural health monitoring.
Healthcare industry is also considered as one of the main
potential targets for piezoelectric materials. Implanted devices
can be powered by piezoelectric materials instead of batteries,
to increase the lifetime of these devices and make them
comfortable for the patients. Wearable sensors, such as smart
watches and fitness trackers, can be also powered by piezoelec-
tric materials to convert human body motion into electricity
to perform measurements and wireless communication with
personal devices.
Some of the key players in the piezoelectric energy harvest-
ing market include Advanced Cerametrics, Boeing, Honey-
well, ITT, Microstrain, Inc., Smart Material Corp., and Tokyo
Institute of Technology [120]. As reported by IDTechEx, about
$145 million in 2018 will be spent on piezoelectric energy
harvesting and by 2022 it will create a market of $667 million
[121].
VI. CONCLUSIONS
This paper reviews energy harvesting techniques for Internet
of Things (IoT) services and applications. Over 50 billion
multi-role devices, capable of sensing and actuating, will
be installed by 2025, which shows a tremendous growth
in the number of devices and creates new challenges and
opportunities. A major burden is powering these devices, as
using the main power and batteries is mostly restricted due to
the small sizes of many devices and the fact that these devices
are installed in hard-to-reach areas, where regular battery
maintenance is impractical and very expensive. A viable solu-
tion is to use energy harvesting techniques to harvest energy
from environment and provide enough energy to the devices
to perform their operations. This will significantly increase
the device life time and eliminate the need for the battery
as an energy source. Different energy harvesting techniques
were presented in this survey and pros and cons of each
technique were discussed. As efficient energy harvesting tech-
nique, we focused on piezoelectric energy harvesting and radio
frequency energy harvesting due. We briefly introduced the
main concepts and design challenges for these technologies.
As short-range wireless technologies are operating at mW
power range, the development of battery-less IoT devices may
be feasible. However, due to the large transmit power of
most LPWAN technologies, which are expected to play key
roles to provide massive IoT services, batteries will remain an
essential parts of IoT devices operating over LPWANs. Energy
harvesting techniques will then play key roles in increasing the
device life-time by providing a sustainable way to recharge the
batteries.
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